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Figure 5.3-1    Kendall Station average monthly heat load calculated from hourly values of delta T and 
   cooling water usage for the months of June through September.  The maximum monthly
   heatload allowed from historical permit limits as well as revised limits are also included.
   September 2003 data was not available.  Information supplied by Mirant Kendall Station

 (June - September, 1998 - 2003). 
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